
-----

TO BUILDING 

NOTE: 
DOH APPROVED 
ASSEMBLY REQ'D 
WITHIN BUILDING 

PRV 

2" DOUBLE CHECK 

DOUBLE CHECK VALVE 
FOR BACKFLOW PREVENTION 

VALVE ASSEMBLY ---r-

DOMESTIC 

CITY 
-----

R.O.W. LINE 

DOMESTIC METER PER 
DETAIL W1 0-C 

BRASS TEE 
BRASS go· BEND 

WATER SERVICE 
SIZE PER APPROVED PLANS 

2" RESILIENT SEATED POLYETHYLENE 

GATE VALVE WITH METER 

BOX PER DETAIL W1 


WATER MAIN 

CONNECT TO MAIN W/ DOUBLE 
SERVICE STRAP ROMAC SADDLE 
W/ 2" TAP AND 3" LONG BRASS 
NIPPLE TO VALVE. 

FINISHED GRADE 

777/T/7/T/777777 

TEE FOR DOMESTIC 

SERVICE 
 METER BOX o ;g: 

TO BUILDING 

BRASS go· BEND (TYP) ~ 
:r: (/)
I- w 
B:JiY 

2" DOUBLE CHECK VALVE ASSEMBLY 

2" BALL VALVE UNION 

SECTION A-A 

Dwg No: W22 

2" FIRE SPRINKLER LINE WITH 
DOMESTIC SERVICE FOR 

COMMERCIAL I MULTIFAMILY 

March 16, 2018 

Date 

STANDARD DETAIL 

City of 
""BONNEY ....~~atoo 




